NOTE THAT THE INTENT OF THIS DETAILIS TO

ACHIEVE A COUNTER-FLASHING SYSTEM THAT WILL

ALLOW FOR FUTURE RE-ROOFING WITHOUT

NEEDING TO REMOVE OR NEGATIVLY AFFECT THE
BUILDINGS WALL CLADDING / RAIN SCREEN SYSTEM
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WALL - TYPE VARIES BY PROJECT

EXTERIOR CLADDING / RAIN-SCREEN
AS OCCURS - VARIES BY PROJECT

DRAINAGE PLANE / AIR & MOISTURE ——
BARRIER OVER SHEATHING AS OCCURS

SECONDARY APPLICATION OF AR &
MOISTURE BARRIER TO BE INSTALLED AS
SHOWN (AFTER COUNTERFLASHING
SYSTEM(S) HAVE BEEN INSTALLED)

"Z" GIRTS OR OTHER SOLID SUBSTRATE
FOR ATTACHMENT OF TERM BAR TO WALL

PREFINISHED, FRY 2-PIECE, "STUCCO REGLET STX"

AND COUNTERFLASHING (OR APPROVED EQUAL)

ADDITIONAL FLASHING AS OCCURS (IF REQ'D. BY

WALL CLADDING / RAIN SCREEN SYSTEM)

PREFINISHED, FRY SPRINGLOK 2-PIECE
"MASONRY REGLET MA" W/ 4" LEG (OR

APPROVED EQUAL) TO BE RUN BENEATH THE
CLADDING / RAIN-SCREEN SYSTEM - FLATTEN
AND REBEND LEG OF REGLET TO TURN UP FACE
OF SHEATHING / DRAINAGE PLANE AS SHOWN

TERMINATION BAR AT TOP OF SPM FLASHING —

MEMBRANE - PROVIDE COMPATIBLE

SEALANT BEHIND MEMBRANE AND OVER TOP

OF TERMINATION BAR - FASTEN @ 8" O.C.
PRIMED COVER BOARD & MINERAL WOOL

INSULATION BOARD (OR OTHER INSULATION AS

OCCURS) - MUST RUN FULL HEIGHT TO
UNDERSIDE OF WALL CLADDING ABOVE -
DEPTH AS REQ'D TO MATCH EXTERIOR
CLADDING / RAIN-SCREEN ABOVE

SINGLE PLY ROOFING SYSTEM -
VARIES PER PROJECT ‘M
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GENERAL DFCM ROOFING DETAILS

REMOVABLE FLASHING AT WALL BASE
NO SCALE
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